S «Det ar lampligt att denna information
overlamnas till anvandaren av anlaggningen.

D . Diese informationen sind fir den
Inkopplingsanvisning Blaze med 2 alt. 3 armaturer / 1 driver

G B . Itis appropriate that this information

S F . Tama ohje on suositeltavva luovuttaa.
is passed on to the user of the installation.

Connection instructions Blaze with 2 alt. 3 luminaires / 1 driver

S «Om armaturens kabel skulle skadas

eller om armaturen inte fungerar som den -
ska, skall dessa komponenter S « Ljuskallan ska enbart bytas ut av

kontrolleras/bytas av tillverkaren eller av tillverkaren eller hans utsedda person.

tillverkaren utsedd person O B S |
,erlche'dTﬂjlfe"“"””““a"°"'“’e Denna koppling ar parallell och det &r valdigt viktigt att félja anvisningen for
anufacturer or i designated persor- att inte skada armaturerna.
NOTE!
This setup is a parallel connection and it is very important to follow the
guided instruction in order to not damage the luminaires.

G B « If the luminaire cable is damaged

or if the luminaire is not working properly.

It shall exclusively be checked/replaced b

the manufacturer or by the manufacturer
n.

designated perso
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No of luminaires mA m\rtlg mTE
2pcs 700mA
3pcs 1050mA
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