S.Det ar lampligt att denna information H =

overlamnas till anvandaren av anlaggningen. D » Diese informationen sind fir den Benutzer M o n tag ea “VI s n I n g StOCkh O I m L E D G 2
der Anlage versgesehen.

G B = Itis appropriate that this information

is passed on to the user of the installation. SF.Tama ohje on suositeltavva luovuttaa.

Assembly instruction Stockholm LED G2

(4 N\
S »Om armaturens kabel skulle skadas

eller om armaturen inte fungerar som den
ska, skall dessa komponenter
kontrolleras/bytas av tillverkaren eller av
tillverkaren utsedd person.

GB.Ifthe luminaire cable is damaged
or if the luminaire is not working properly. It
shall exclusively be checked/replaced by
the manufacturer or by the manufacturer
designated person.

.

g Bla/ Blue = Nolla/ Neutral

Brun/ Brown = Fas/ Live

Gulgron/ Green yellow = Jord/ PE
Svart/ Black = Dali

Gra/ Grey = Dali
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For stolp och viggarm / Postarm and Wallbracket Nippelfiste / Pivoted nipple Lina"/ Wire SUSPe'ldéd )
1. Koppla in anslutningsledning i kopplingsdosa 1. Montera armatur p& stolparm 1. Hang armatur pa lina och spann bultar ] Modulplacering och
2. Montera armatur pa stolparm, 1&s med stoppskruvar 2. justera armatur vertikalt och 1as fast 2. Justera armaturen sa att den hanger vertikalt och las fast liusriktnin
och sikra med bult/ 1. Mount the luminaire on the post arm 3. Koppla in arm.atu.r ! koppllng§box/ o J g
1. Plug in connection cable in the connector 2. Adjust the luminaire verticaly and lock with screwnut. 1. Ha{vg the /um/n.a/r.e on th_e wire and fix W{th the two bolts MOdL{/G plqcement
2. Assemble luminaire and post arm, lock setscrews 2. Adjust the luminaire verticaly and lock with screwnut. and light direction
and secure the luminaire with bolt 3. Connect the luminaire in the cable terminal box.
OBSERVERA! /| ATTENTION
Skadat skyddsglas maste bytas fore anvandning
Damaged safety glass must be replaced before use
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